NEW WORK NOTE SCHEDULE

(D HOT WATER PIPING FROM WSHP'S UP TO CEILNG. SEE ENLARGED
MECHANICAL ROOM PLAN FOR DETAILS.

(@ CHILLED WATER PIPING FROM WATER TO WATER HEAT PUMPS TO AIR HANDLER.
RUN ALL PIPING ABOVE, NEAR CEILING. SEE ENLARGED MECHANICAL ROOM
PLAN FOR DETAILS.

(® CHILLED WATER PIPING FROM WSHP'S UP TO CEILING. SEE ENLARGED
MECHANICAL ROOM PLAN FOR DETAILS.

(@ HOT WATER RETURN RUNS IN REVERSE RETURN CONFIGURATION.

CHILLED WATER SUPPLY AND RETURN
DOWN TO AIR HANDLER

HOT WATER SUPPLY AND RETURN

UNDERGROUND TO WSHP'S
MECHANICAL YARD
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MECHANICAL PLAN - NEW WORK - ENLARGED

/2" MECHANICAL ROOM HYDRONIC PIPING

MP101 / SCALE: 1/4" = 1’-0"
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WATER HEAT PUMPS, ASSOCIATED PUMPS,
PIPING AND CONTROLS.
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